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Asphalt improvements needed to provide a safe play area. 

Connection of irrigation system to the schoolôs energy manage-
ment system will reduce water consumption and utility costs.  

Installation of an automatic door opener at the front entry will 
improve access for disabled individuals. 

Curb ramps needed to provide wheelchair access and to meet 
ADA requirements. 

Thermo-plastic pavement markings and bus area striping needed 
for traffic control. 

New exterior door locks will improve building security. 
 

Facility Improvements 

ASPHALT PLAY AREA REPAIR    HW-SI-08 CURB RAMP ADDITIONS 

HW-SI-11 IRRIGATION SYSTEM UPGRADE 

 HW-EX-02 

HW-SI-13 PAVEMENT MARKING UPGRADE 

EXTERIOR DOOR HARDWARE UPGRADE 

July 20, 2009 

HW-EX-01 AUTOMATIC DOOR OPENER ADDITION 
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Masonry repair needed in some areas to protect walls from water 
infiltration and structural damage.  

Fall arrest anchors needed at roof to provide protection for work-
ers performing inspections and roof maintenance. 

Additional tackable vinyl wall covering needed in corridors for 
classroom displays, art work and students projects. 

Water repellent needed at exterior masonry walls to protect walls 
from moisture infiltration. 

New roof shingles needed to replace existing shingles that are 19 
years old and deteriorating. 

Computer furniture needed to properly accommodate students 
and computer equipment. 

Facility Improvements 

MASONRY REPAIR    HW-EX-06 MASONRY WATER REPELLENT APPLICATION 

HW-EX-07 ROOF FALL ARREST ANCHORS ADDITION 

 HW-EQ-01 

HW-EX-09 ROOF UPGRADE - SHINGLES 

COMPUTER FURNITURE UPGRADE 

July 20, 2009 

HW-IN-03 CORRIDOR VINYL WALL COVERING ADDITION 
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New combination oven needed to replace existing convection 
oven for improved operations and reliability.  

New window coverings needed to replace existing curtains that 
are worn and do not block out light. 

Installation of CO2 controls for the ventilation systems in the Gym 
and Library will reduce energy consumption and utility costs. 

New desks needed for teachers to replace existing desks that are 
19 years old and lack needed features. 

Improvements to mechanical system controls will reduce mainte-
nance costs, energy consumption and utility costs. 

Replacement of ventilation system diffusers in Gym will improve 
comfort while reducing energy consumption and utility costs. 

Facility Improvements 

KITCHEN EQUIPMENT IMPROVEMENTS  HW-EQ-07 STAFF FURNITURE UPGRADE 

HW-EQ-09 WINDOW COVERING UPGRADE 

 HW-ME-03 

HW-ME-01 AUTOMATIC CONTROLS UPGRADE 

GYM DIFFUSER REPLACEMENT 

July 20, 2009 

HW-ME-02 CO2 CONTROL ADDITION - GYM & LIBRARY 
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Replacement of heat pumps that are failing with boilers will im-
prove comfort and reduce maintenance costs. 

Commissioning of mechanical systems will improve operations 
while reducing energy consumption and utility costs. 

Modification to the kitchen hood control system will reduce energy 
consumption and utility costs. 

Replacement of hot water heaters with high efficiency heaters will 
reduce energy consumption and utility costs. 

Modifications to the kitchen hood ventilation system will reduce 
energy consumption and utility costs.   

Installation of occupancy sensors for the heating systems in the 
Gym and Library will reduce energy consumption and utility costs. 

Facility Improvements 

HEAT PUMP REPLACEMENT - BOILERS  HW-ME-06 HOT WATER HEATER REPLACEMENT 

HW-ME-08 HVAC CONTROL SYSTEM COMMISSIONING 

 HW-ME-12 

HW-ME-09 KITCHEN HOOD AIR FLOW MODIFICATION 

OCCUPANCY SENSOR TEMP. CONTROL ADDITION 

July 20, 2009 

HW-ME-10 KITCHEN HOOD INTERLOCK MODIFICATION 


